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The TS2000 Controller has been designed with safety and protection features to 

provide years of service with little maintenance when used properly.  Please adhere to the 

following instructions for proper installation and operation. 

 

Mounting Installation Instructions 

a. When selecting a mounting location it is best not to mount the enclosure in direct 

sunlight, or next to a heat source.  Temperatures above 110° F may affect the power 

supply power rating. 

 
Enclosure Showing Mounting Tabs 

 

b. The controller enclosure is NEMA 4 compliant, and is usually mounted to a wall 

utilizing the four mounting holes located on the enclosure’s mounting tabs 

(mounting hardware supplied by installer).  Dimensions for the drawing above are, 

G=12.75” and H=8”.  The approximate size of the enclosure is 12”H x 10”W x 5”D. 
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Electrical Installation Instructions 

 

a. Two holes on the bottom of the enclosure are recommended for your wires which 

connect to the terminal blocks. The AC input and DC output wires should be kept 

separate to avoid any crosstalk between them.  A rubber grommet is recommended to 

protect the wires from scraping against the metal enclosure.   

 

b. The power supply has an output rated at 150W or 300W, depending on the load of 

your system.   

 

c.    Connect your AC to the heliport controller input circuit breaker according to the    

following diagram:  
 
    
    d. Connect the DC output from the controller according to the following diagram: 
 
 

 

120VAC MODEL 
 
 



        

    

TS200TS200TS200TS2000000    LightingLightingLightingLighting    Controller Controller Controller Controller     

Installation Installation Installation Installation InstructionsInstructionsInstructionsInstructions    

Revision D – September 15, 2026 Page 4 

 

 

 

240VAC MODEL 
 

3. Operation 

 a. After checking your input and output connections, the controller is turned on by the 

switch on the circuit breaker.  Your traffic lights should turn on. 

    

b. There are surge suppression devices on the AC line and neutral signals to protect the 

system from transients and lightning strikes. 

   

c. The system is turned off by placing the circuit breaker switch in the off position. 

 

4. Troubleshooting 

   If your system does not operate properly when you turn it on, here are some helpful hints 

to diagnose the problem. 

    

a. Verify you have 120VAC or  240VAC at the input terminals per your controller model.  

    

b. Verify you have 15VDC +/- 1.0VDC at the output terminals.  

   

c. Further assistance is available from Traffic Safety if the above steps do not help at (916) 

394-9884. 


